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(4) Nominal valve size.

[Amdt. 195-22, 46 FR 38360, July 27, 1981 as
amended by Amdt. 195-45, 56 FR 26926, June
12, 1991]

§195.118 Fittings.

(a) Butt-welding type fittings must
meet the marking, end preparation,
and the bursting strength requirements
of ASME/ANSI B16.9 or MSS Standard
Practice SP-75.

(b) There may not be any buckles,
dents, cracks, gouges, or other defects
in the fitting that might reduce the
strength of the fitting.

(c) The fitting must be suitable for
the intended service and be at least as
strong as the pipe and other fittings in
the pipeline system to which it is at-
tached.

[Amdt. 195-22, 46 FR 38360, July 27, 1981; 47
FR 32721, July 29, 1982, as amended at 58 FR
14524, Mar. 18, 1993]

§195.120 Passage of internal inspec-
tion devices.

(a) Except as provided in paragraphs
(b) and (c) of this section, each new
pipeline and each line section of a pipe-
line where the line pipe, valve, fitting
or other line component is replaced;
must be designed and constructed to
accommodate the passage of instru-
mented internal inspection devices.

(b) This section does not apply to:

(1) Manifolds;

(2) Station piping such as at pump
stations, meter stations, or pressure
reducing stations;

(3) Piping associated with tank farms
and other storage facilities;

(4) Cross-overs;

(5) Sizes of pipe for which an instru-
mented internal inspection device is
not commercially available;

(6) Offshore pipelines, other than
main lines 10 inches or greater in nomi-
nal diameter, that transport liquids to
onshore facilities; and

(7) Other piping that the Adminis-
trator under §190.9 of this chapter,
finds in a particular case would be im-
practicable to design and construct to
accommodate the passage of instru-
mented internal inspection devices.

(c) An operator encountering emer-
gencies, construction time constraints
and other unforeseen construction
problems need not construct a new or

§195.130

replacement segment of a pipeline to
meet paragraph (a) of this section, if
the operator determines and docu-
ments why an impracticability pro-
hibits compliance with paragraph (a) of
this section. Within 30 days after dis-
covering the emergency or construc-
tion problem the operator must peti-
tion, under §190.9 of this chapter, for
approval that design and construction
to accommodate passage of instru-
mented internal inspection devices
would be impracticable. If the petition
is denied, within 1 year after the date
of the notice of the denial, the operator
must modify that segment to allow
passage of instrumented internal in-
spection devices.

[Amdt. 195-50, 59 FR 17281, Apr. 12, 1994]

§195.122 Fabricated branch connec-
tions.

Each pipeline system must be de-
signed so that the addition of any fab-
ricated branch connections will not re-
duce the strength of the pipeline sys-
tem.

§195.124 Closures.

Each closure to be installed in a pipe-
line system must comply with the
ASME Boiler and Pressure Vessel Code,
section VIII, Pressure Vessels, Division
1, and must have pressure and tempera-
ture ratings at least equal to those of
the pipe to which the closure is at-
tached.

§195.126 Flange connection.

Each component of a flange connec-
tion must be compatible with each
other component and the connection as
a unit must be suitable for the service
in which it is to be used.

§195.128 Station piping.

Any pipe to be installed in a station
that is subject to system pressure must
meet the applicable requirements of
this subpart.

§195.130 Fabricated assemblies.

Each fabricated assembly to be in-
stalled in a pipeline system must meet
the applicable requirements of this
subpart.
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